
Title 19, Division 1, Chapter 5, Article 6 
 

§906.2 Engineered and Pre-Engineered Fixed System Service Tags 
(a) The tags shall be of the hanging type with the option of a self-adhesive type. 
Tags shall be placed on the agent supply tank enclosure or manual pull device 
for pre-engineered and engineered fixed systems. 
(b) The following format shall be used for all tags: 
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NOTE: Authority cited: Section 13195, Health and Safety Code. Reference: 
Section 13195 Health and Safety Code. 
 


